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STAGE 3

NOTES

1. DO NOT SCALE FROM THIS DRAWING.

2. THIS DRAWING IS INTENDED AS DESIGN INTENT ONLY.

3. THE CONTRACTOR SHALL PRODUCE THEIR WORKING DRAWINGS
FOR APPROVAL AT LEAST 4 WEEKS PRIOR TO COMMENCEMENT ON
SITE.

4. ALL WORKS SHALL BE CARRIED OUT IN ACCORDANCE WITH THE
TB+A SPECIFICATION AND DRAWINGS REFERRED WITHIN.

5. ALL EQUIPMENT SHALL BE INSTALLED STRICTLY IN ACCORDANCE
WITH THE MANUFACTURERS INSTRUCTIONS.

6. ALL ELECTRICAL SERVICES SHALL BE CO-ORDINATED WITH OTHER
SERVICES AND BUILDING WORKS.

7. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH ALL OTHER
ASSOCIATED SPECIFICATIONS AND DRAWINGS.
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SINGLE LED 3000K STREET LIGHTING AND CAR PARK
LIGHTING LUMINAIRE, ON 4M LIGHTING COLUMN,
COMPLETE WITH FUSE CUT-OUT.
NOTE: LIGHTING COLUMN PROTECTION BARRIERS
TO BE PROVIDED IN CAR PARKS

WALL-MOUNTED LED 3000K PERIMETER LIGHTING
LUMINAIRE. WHERE INDICATED WITH '-/E' SUFFIX, THIS
REPRESENTS THAT THE LUMINAIRE IS COMPLETE WITH
INTEGRAL SELF-TEST ADDRESSABLE 3-HOUR
EMERGENCY INVERTER BATTERY PACK.

WALL-MOUNTED LED 3000K PERIMETER LIGHTING
LUMINAIRE. WHERE INDICATED WITH '-/E' SUFFIX, THIS
REPRESENTS THAT THE LUMINAIRE IS COMPLETE WITH
INTEGRAL SELF-TEST ADDRESSABLE 3-HOUR
EMERGENCY INVERTER BATTERY PACK.

WALL-MOUNTED LED 3000K INDUSTRIAL LINEAR
LUMINAIRE. WHERE INDICATED WITH '-/E' SUFFIX, THIS
REPRESENTS THAT THE LUMINAIRE IS COMPLETE WITH
INTEGRAL SELF-TEST ADDRESSABLE 3-HOUR
EMERGENCY INVERTER BATTERY PACK.

BOLLARD PERIMETER LIGHTING LUMINAIRE LED 3000K.
WHERE INDICATED WITH '-/E' SUFFIX, THIS REPRESENTS
THAT THE LUMINAIRE IS COMPLETE WITH INTEGRAL
SELF-TEST ADDRESSABLE 3-HOUR EMERGENCY
INVERTER BATTERY PACK.

H

TWIN LED 3000K STREET LIGHTING AND CAR PARK
LIGHTING LUMINAIRE, ON 4M LIGHTING COLUMN,
COMPLETE WITH FUSE CUT-OUT.
NOTE: LIGHTING COLUMN PROTECTION BARRIERS
TO BE PROVIDED IN CAR PARKS
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